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Mtthans. Wvnn

From: Adelsberger, Kevin L. [KADELSB @alleghenypower.tom]

Sent: Monday, July 26,200411:25 AM

To: Winhans, Wynn

cc: Hixon, Christopher D.

Subjecb W Clarksburg Town Center-1A

Wynn,

Forwarding for Chris, we had to find your correct address.

Thanks

Kevin Adelsberger
Lines Engineering Designer
Allegheny Power
301-829-7002

-----Original Message -----

From: Hixon, Christopher D.
Serrb Monday, IUIY 26, 200410:27 AM
To: ‘~nn.wi&hans@mnctpc-mc .org’
Cc: Adelsberger, Kevin L.
Subject: Clarksburg Town Center-lA

Unfoflunately, ~m unable to anend the design review meeting today for Clarksburg Town Center due to a
scheduling conflict.

Upon review of thedesign plans, wesawseveral areas where the PUEislessthanl Ofi. Forseveral reasons,
weneeda minimum ofl Ofeetin order tohaveenough clearance cooperate andmaintain our equipment. With
this particular design, the PUE is only 5 – 7 feet off the roadway in the alleys, which is where we will need our
facilities, lsthiscase wewillrequire the builder toinstalI vehicle barriers (Posts) between theroadway and each
transformer orcompartment along thealleyays. lfthe PUEcanbe increased tol Ofeet, the barfiers would not
be necessav.

The issues are comphcated to explain through email, but I cannot stress enough how important the 10
requirements. lwouldbe interested inmeeting with youwhen convenient todiscuss this fuflher to explain the
issues.

Please contact meat your convenience.

Thanks you.

Chtis Hlxon
Sewice and Design Manager
Allegheny Power
301-694-4429
chixon @alleqhenvDower.com

8/31/2004


